CONTRACT NO. 83869
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3/4" PVC CONDUIT EMBEDDED IN STRUCTURE 1441 B0-00053-00-
WITH 3-1/C #10 CONDUCTORS FROM PHOTOCELL CONDUIT SUPPORT SPACED b L L
CONTROL IN POLE ON TOP OF BRIDGE TO UNDER EVERY 5' MAX. (TYP.) 3/4" RGS CONDUIT ATTACHED TO UNDERSIDE STA. 7O STA.
STAIR LIGHTING UNIT. OF BRIDGE WITH 3-1/C *10 CONDUCTORS FED. ROAD DIST. 0. [ILLINOIS | FED. AID PROJECT

1 172" CONDUIT WITH 6-1/C #8 CONDUCTORS FROM PHOTOCELL CONTROL IN POLE ON
FROM POLE ON TOP OF BRIDGE (TYP.) , 18’ SPACING (TYP.) , TOP OF BRIDGE (TYP.)
[

STAINLESS STEEL JUNCTION BOX ATTACHED TO ]
STRUCTURE, 8”xB*x6" (TYP.)
I T T I [} \ I | | i ] I | | I I I I L/ i
T.3/4" PVC CONDUIT EMBEDDED IN STRUCTURE 3747 PVC CONDUIT EMBEDDED IN STRUCTURE
(EMPTY) FOR POWER FOR PIER LIGHTING (EMPTY) FOR POWER FOR PIER LIGHTING
UNITS (WIRING TO BE DONE BY OTHERS). UNITS (WIRING TO BE DONE BY OTHERS).
L o T T = 60W FLUORESCENT HIGH ABUSE 2 T v ¥ ]
1 PVC CONDUIT EMBEDDED IN STRUCTURE LIGHTING UNIT, 8" W x 48" L = 1 PVC CONDUIT EMBEDDED IN STRUCTURE
WITH 3-1/C #8 CONDUCTORS TO PEDESTRIAN (TYP.) = WITH 3-1/C #*8 CONDUCTORS TO PEDESTRIAN
= LIGHTING UNITS, AS SHOWN ON THE PLANS. 374" CONDUIT EMBEDDED IN STRUCTURE = LIGHTING UNITS, AS SHOWN ON THE PLANS, =
FOR PIER LIGHTING (CONTROL WIRES i 5
n n n TO BE DONE BY OTHERS) ) L 3/4 CoNDUIT STUBBED OUT ___ ¥ , n n “ )
3” FROM FACE OF ABUTMENT o
FOR PIER LIGHTING UNIT &
, (INSTALLATION TO BE DONE zZ
,l BY OTHERS) —3
=
L s

UNDERPASS LIGHTING ABOVE EAST WALKWAY

374" PVC CONDUIT EMBEDDED IN STRUCTURE 3/4" PVC CONDUIT EMBEDDED IN STRUCTURE
WITH 3-1/C #10 CONDUCTORS FROM PHOTOCELL (EMPTY) FOR POWER FOR PIER LIGHTINGW
CONTROL IN POLE ON TOP OF BRIDGE TO UNDER CONDUIT SUPPORT SPACED UNITS (WIRING TG BE DONE BY OTHERS)
STAIR LIGHTING UNIT. EVERY 5° MAX. (TYP.) 3/4" RGS CONDUIT ATTACHED TO UNDERSIDE .
OF BRIDGE WITH 3-1/C *10 CONDUCTORS
1 1/2" CONDUIT WITH 6-1/C *8 CONDUCTORS FROM PHOTOCELL CONTROL IN POLE ON
- FROM POLE ON TOP OF BRIDGE (TYP.) 18° SPACING (TYP.) , TOP OF BRIDGE (TYP.)
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| I A 3/4 PVC CONDUIT EMBEDDED IN STRUCTURE ——\— 1 I | A | “ ] I | | " | T | - " - |
F (EMPTY) FOR POWER FOR PIER LIGHTING
UNITS (WIRING TO BE DONE BY OTHERS). \ STAINLESS STEEL #QSEIT%’QE?%,:;L‘?%?YB

I ] Ll [
1” PVC CONDUIT EMBEDDED IN STRUCTURE
WITH 3-1/C *8 CONDUCTORS TO PEDESTRIAN

L1 PVC CONDUIT EMBEDDED IN STRUCTLRE — 60W FLUORESCENT HIGH ABUSE

WITH 3-1/C #8 CONDUCTORS TO PEDESTRIAN \ ” LIGHTING UNIT, 8” W x 48" L
l] LIGHTING UNITS, AS SHOWN ON THE PLANS. 3/4" CONDUIT EMBEDDED IN STRUCTURE {TYP.)

,’ " FOR PIER LIGHTING CONTROL WIRES.

(TO BE DONE BY OTHERS)
i i i — 3/4” CONDUIT STUBBED OUT

3" FROM FACE OF ABUTMENT

9’ MOUNTING HEIGHT (TYP.)
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LIGHTING UNITS, AS SHOWN ON THE PLANS.
FOR PIER LIGHTING UNIT
(INSTALLATION TO BE DONE

BY OTHERS)
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EJM ENGINEERING, INC.
A4 M 411 South Wells Street Suite 800
AS\MB  Chicago, Iilinais 60607

UNDERPASS LIGHTING ABOVE WEST WALKWAY ECVISIONS ILLINOIS DEPARTMENT OF TRANSPORTATION
WILSON STREET

UNDERPASS LIGHTING DETAILS
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